Test Sequence

1. Check current values of DA-T and ZN-T for valid readings.

2. Check W/C adjust for valid readings.

3. Store current CFM.

4. Run damper to 0%.

5. Wait for damper minutes 0% timer to expire.

6. Store CFM

7. Run damper to 100%.

8. Wait for damper minutes 100% timer to expire.

9. Store CFM.

10. Release damper.

11. Store current DA-T.

12. Run valve to 0%.

13. Wait for valve minutes 0% timer to expire.

14. Store DA-T

15. Run valve to 100%.

16. Wait for valve minutes 100% timer to expire.

17. Store DA-T.

18. Release valve.

19. If wait timer exists, execute wait timer.

20. Repeat 1 thru 19 if additional groups or objects need testing.

21. Generate Excel report.

